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Is it the interpretation of the State Fire Marshal that only cross-corridor doors and 
mechanical duct penetration openings are permitted in the smoke barrier walls of a 
Group I, Division 1.1. occupancy as specified in Section 308.2.2.1? 

 
No. In addition to duct openings and cross-corridor doors, the code permits other 
openings in a smoke barrier wall including doors and through-penetrations that comply 
with Chapters 7 and 9 and are fire-rated and smoke tight. 

 
 

 
 
  


